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Effective treatment
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Edwards, W.J., L. Babcock‐Jackson, and D. A. 
Culver. 2002.  Field testing of protocols to 
prevent the spread of zebra mussels Dreissena
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Original Configuration
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New Gasket + Silicone
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Two Filters in Series
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The Bottomline
Original Modified Tandem

1 99.9192 99.7641 99.7641

2 99.8384 99.5872 99.6462

3 100 98.8207 99.5283

4 99.8788 98.4669 99.1745

5 99.9596 98.0541 98.8796

6 99.8788 x x

7 99.9192 x x

8 99.9596 x x

9 99.9192 x x

Mean 99.9192 98.9386 99.39854





Test 1 Test 2 Test 3

Volumes 800 2000 4087, 4321

Purchase details:
Original design:  

VFL75 cartridge filter assembly $179 (aquatic 
ecosystems).  
Pleated prefilter:   $25 VFL75R (aquatic 
ecosystems).  

2011 Modification:
Big Blue housing:  $106 (Culligan)
Filter media DGD‐2501‐20:  $25 (Culligan)  
Each filter is actually 2 filters in 1 (25,1).   



Kansas Fish Hatcheries





Maritime Solutions



Microfiltration

Courtesy: BOR research



Inline UV

Courtesy: BOR research

$116K (70K materials, 46K 
install)

10 inch line (1250 GPM @ 
150 psi)
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Choices

• Option 1:  UV/Microfiltration
• Eggs, trochophore and a few d‐phase pass, but should be 

killed by UV 
– $1,000,000 equipment

• Option 2:  SEH filtration
• Redundant system as 2‐25 mircon filters used
– $2,800,000 equipment

• Option 3:  Only stock zm+ waters


